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Abstract 
Reliable and safe operation of piping systems depends on the cavitation processes occurring in its environment. Based on the 
analysis of cavitation processes’ studies, the existing methods of cavitation characteristics’ determination and experience in the 
use of GOST R 55508-2013 the authors proposed a method of experimental determination of the cavitation coefficient and 
developed the technique of experimental data processing when determining these coefficients. Based on the experimental data, 
the authors make conclusions about the influence of pressure before and after the tested valve and the differential pressure flow 
on the bandwidth characteristic and cavitation characteristic of valves. 
© 2016 The Authors. Published by Elsevier Ltd. 
Peer-review under responsibility of the organizing committee of ICIE 2016. 
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1. Introduction 
Cell valves are widely used because of the advantages: the opportunity to get any throughput characteristic by 
location and size of the holes in the cage, balanced plug, anti-cavitation properties. 
2. The relevance 
Reliable and safe operation of piping systems depends on the cavitation processes occurring in its environment. 
Requirements to accuracy of regulation of flows increase due to development of automated control systems of 
techno-logical processes. Research questions and establish patterns of movement of liquid in the valves and fluid 
interaction with a gate node for the purpose of de-termination of rational values of design parameters of the valves 
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to improve the control accuracy of the service environment and avoid damage to the parts of the valve in the stroke 
range of the plunger is important. 
3. Statement of the problem 
Based on the analysis of existing methods of determining cavitation characteristics and experience in the use of 
GOST R 55508-2013 to develop proposals for improving methods of experimental determination of the cavita-tion 
coefficient and the coefficient critical pressure valves and to develop a data processing procedure in the 
determination of these coefficients. To determine the influence of pressure before the valve, after the valve and the 
differential pressure at the hydraulic and cavitation characteristics of the valve. 
4. The theoretical part 
In the process of solving the tasks performed by the authors analysis of studies of cavitation processes [1-7], 
methods for determining the cavitation characteristics of pipeline valves [8-12]. Developed samples of pipe fittings 
with improved characteristics [13-17]. Performed calculation and experimental studies [18-21]. Production tests 
showed increasing the service life significantly [22]. Developed the design documentation and manufactured two 
prototypes of the cell valve DN 50 PN 160 [23-27]. In accordance with GOST R 55508-2013 [8] defined the 
hydraulic characteristics of cell valve DN50 PN160 in the laboratory of OOO NPF «MKT-ASDM». 
When the experimental determination of GOST R 55508-2013 [8] cavitation characteristics of the valve of the 
cell 189 is made of measurements of the operation of the plunger 48 and the measurements when the water flow 
under the plunger. In this case, the Reynolds number was varied from 10000 to 500000. The cavitation 
characteristics were determined at the minimum possible pressure value, P2 is equal to 124630...202650 Pa 
(absolute). The pressure drop ¨P rises due to the increase in pressure P1. According to the method GOST R 55508-
2013 failed to determine the beginning of the deviation of flow characteristics Q = f(¥ǻP) from linear dependence in 
the entire stroke range of the plunger. In this case, through the transparent glass in the pipeline after the valve was 
observed for two-phase fluid (gas bubbles and liquid). 
Based on the analysis of existing methods of determining cavitation characteristics [9-12] and experience [8] 
proposed the method of experimental determination of the cavitation coefficient and the coefficient critical pressure 
according to numbers of paragraphs GOST R 55508-2013[8]: 
8.2.3 Set the value to RA pressure P1 = 1,1 MPa (absolute). 
8.2.4 Set the pressure value P2 after RA 0,2 MPa less than P1.  
8.2.5 To measure water flow rate Q, temperature t, pressure at the inlet P1 and outlet pressure P2. 
8.2.6 Armature of the stand to maintain the pressure P1 constant, and the pressure P2 be reduced to values 0,7; 
0,6; 0,5; 0,4; 0,30; 0,20; 0,15 MPa and P2 low, making measurements at each value of P2 in accordance with 8.2.5.  
8.2.7 Set the pressure to RA P1 = 1,6 MPa. To maintain P1 constant. P2 to install sequentially 1,1; 0,9; 0,7; 0,6; 
0,5; 0,4; 0,30; 0,20; 0,15 MPa and P2 low, making measurements at each value of P2 in accordance with 8.2.5.  
8.2.8 To process the experimental data. 
1. Build the dependencies Q = f(¥¨P) for each position REl.  
2. Processing of experimental data when determining coefficient Ʉɋ:  
x for the data array that satisfy the condition for single-phase flow in a quadratic field, to determine the coefficients 
of the regression equation having the form: 
0 1Q a a ǻP;     (1) 
x for the rest of the data array, including the last point of the previous array to determine the coefficients of the 
regression equation having the form: 
2
0 1 2Q a a ǻP a ( ǻP) ;       (2) 
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x solve the system of these equations. 
The solution to the system of equations is the point with coordinates Q and ¥¨P, which defines the deviation of 
flow characteristics Q=f(¥¨P) from the linear dependence. Cavitation factor is determined by: 
c c 1 ɧ.ɩ.K ǻP /(P P ),    (3) 
where ǻPɫ– pressure drop across the valve corresponding to the beginning of the deviation of the flow 
characteristic of the form Q = f(¥ǻP) from linear dependence, Pa; 
Ɋ1 – the absolute pressure before the valve, Pa; 
Ɋɧɩ– absolute pressure of saturated vapor, Pa. 
3.  Processing of experimental data when determining the critical pressure Ʉm:  
x - to determine the derivative of equation (2), equate to zero. 
The solution of the equation is the point with coordinates Q and ¥¨P, which defines the mode locking of 
consumption.  
The ratio of the critical pressure drop is defined by: 
m m 1 C ɧK ǻP /(P r P ).     (4) 
where ǻPm – critical differential pressure, the differential pressure corresponding to the locking of the discharge, 
Pa; 
rɫ– semi-empirical coefficient critical ratio of pressure-dependent physical properties of the medium (water). 
4. Next, according to GOST R 55508-2013. 
Further investigation of the cavitation characteristics of the valve of the cell the most extensively held with the 
water supply to the plunger and the plunger position h = 0,2, since in this position of the plunger is most pronounced 
occur cavitation processes and most fully realized the possibilities of the stand. Performed research of the influence 
of the pressure P1 when the values 1,1; 1,6; 2,1 and 2,6 MPa (11,0; 16,0; 21,0; 26,0 kg/cm2) cavitation factor Ʉɫ and 
the ratio of the critical pressure drop Ʉm, Fig. 1. 
Processing of experimental data in the determination of the factors Ʉɫ and Ʉm carried out by the proposed 
method. The solution to the system of equations for each value of the pressure P1 is the point with coordinates Q and 
Ĝ¨P, which defines the deviation of flow characteristics Q=f(Ĝ¨P) from the linear dependence, table 1. 
Table 1. Dependence of the coefficient cavitation Ʉɫ from the pressure P1. 
Pressure P1, kg/cm2 11,0 16,0 21,0 26,0 
¥¨P 2,760 3,089 3,615 3,982 
¨P, kg/cm2 7,617 9,542 13,069 15,856 
Ʉɫ 0,692 0,596 0,622 0,610 
 
The average value of four measurements of the Ʉɫ=0,630. The maximum deviation from the average value 
obtained is 9,8% at P1=11,0 kg/cm2. The average value of three measurements at P1=16,0; 21,0 and 26,0 
kg/cm2Ʉɫ=0,6093, and the maximum deviation from the average value does not exceed 2,2%. The results of the 
experiment showed that more accurate values of the cavitation coefficient Ʉɫ can be determined if the values of 
pressure to test the valve more than 1,6 MPa (16,0 kg/cm2). 
Solution of quadratic equation for all values of pressure P1, Fig. 1, are the points with coordinates Q and ¥¨P, 
which define the start mode locking of consumption. The results of processing of experimental data when 
determining the critical pressure Ʉm are shown in table 2.  
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ʋ line 1, 4 2, 6 3, 7 5, 8 
Pressure P1, kg/cm2 11,0 16,0 21,0 26,0 
Fig. 1. The dependence of water flow through the cell valve from the square root of differential pressure (kg/cm2), obtained by the proposed 
method when stroke of the plunger h = 0,2 
When solving equations of the second degree the values of the coefficient critical pressure Km  1,0. Apparently, 
when approaching differential pressure maximum ¨Pmax = P1 - 0,0 dependence Q=f(¥¨P) more intensive approaches 
line parallel to the axis ¥¨P than quadratic dependence. To create the maximum possible ¨Pmax can creating a 
vacuum after IA. Plot of deviation of flow characteristics Q=f(¥¨P) from the linear dependence should be described 
by a polynomial of degree more than two. When testing water parameters, corresponding to GOST coefficient 
critical pressure has a Km value close to one. 
Table 2. The dependence coefficient of the critical pressure drop Ʉm from the pressure P1. 
Pressure P1, kg/cm2 11,0 16,0 21,0 26,0 
¥¨P 3,634 4,20 4,55 5,12 
¨P, kg/cm2 13,206 17,63 20,73 26,22 
Ʉm 1,2 1,10 0,988 1,01 
 
In the method described in [8], clause 8.2.7, p. 40 indicated: «The constancy of consumption implies that in RA 
occurred the locking of the flow». Further analysis of the graphs in Fig. 1 and Fig. 2 shows that all the rightmost 
points, the maximum possible, for all values of pressure P1 are on the line obtained by the method of [8]. 
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Odd - GOST R 55508-2013; even – the proposed method 
 
ʋ line 1, 2 3, 4 5, 6 7, 8 9, 10 11, 12 13, 14 
Stroke of the plunger, h 0,05 0,1 0,2 0,3 0,4 0,5 0,6 
 
Fig. 2. The comparison of the dependences of the flow of water through the cell valve DN 50 PN 160 from the square root of differential pressure 
(kg/cm2) obtained by the method of GOST R 55508-2013 and by the proposed method 
Locking of the flow rate by the method described in GOST R 55508-2013, can't occur, the locking of the flow is 
constant, because P2 has a minimum value. For values to the right of ¥P1 flow regimes no. 
Dependence, obtained by the proposed method at different values of pressure P1, for all positions of the plunger 
end with the line obtained by the method of GOST R 55508-2013, as the operation of the plunger, and when water is 
delivered under the plunger. Further research will be conducted taking into account the recommendations [1, 4, 24, 
25, 28]. 
5. Conclusions the results of detection of the cavitation criteria 
Developed proposals to improve the methodology for determining the cavitation characteristics of pipeline 
valves.  
Obtained values of the coefficient cavitation Ʉɋ, and the coefficient of the critical pressure drop Ʉm cell valve DN 
50 PN 160. 
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